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Community Summary 

 

6 community buildings received energy efficiency upgrades as follows: 
 

Village Office, Stony River Inn ï Summer Rental, Church, Main School Bldg, Generator Room, School Gym 

 
Retrofits Completed: October 2007 ï December 2008 
 

Village-Wide Lighting Retrofit Summary: 

 
 Å Retrofitted 105 light fixtures with electronic ballasts & T8 lamps 
 Å Installed 49 compact fluorescent light bulbs 
 Å Installed 21 T5 linear fluorescent fixtures in the School Gym 
 Å Pre-retrofit energy use for all lighting:     19.142 Kilowatts 
 Å Post-retrofit energy use for all lighting: 10.119 Kilowatts 
 Å Energy savings projection: 9.023 Kilowatts 
 Å Pre-retrofit to post retrofit energy reduction: 47% 

 
 Å Estimated Annual Savings: 
 kWh Rate (as of 11/19/08): $0.85 Fuel Cost (FY 2007 Ave): $3.15 
 Comparative  Comparative   
 Hours Per Day/     Electrical  Avoided Diesel Avoided Diesel 
 250 Days Per Year Savings  Use (gal)  Costs 

 Locally Estimated  $12,487.94 1829.91 $5,764.23 
 4 Hours/day $7,660.53 1122.53 $3,535.97 
 7 Hours/day $13,405.90 1964.43 $6,187.95 
 10 Hours/day $19,151.30 2806.33 $8,839.93 

 

 Å Total project cost for all measures:  $ 37,775 

 Å Simple Payback (lighting measures only, using 7 hours/day lighting use run-time):   2.82 years 

 Å Total village wide in-kind contribution:  $7,873.00  (extended grant capacity by 20.8%) 
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 Stony River Traditional Council Owned Buildings 
 
 

   
 

 2 buildings owned by the Stony River Traditional Council received energy efficient lighting upgrades as follows:  

 
Village Office, Stony River Inn ï Summer Rental 

 

Å Lighting upgrades completed in Oct 2007 
Å Retrofitted 11 light fixtures with electronic ballasts & T8 lamps 
Å Installed 44 compact fluorescent light bulbs 
Å Pre-retrofit energy use for all lighting: 3.994 Kilowatts 
Å Post-retrofit energy use for all lighting: 1.349 Kilowatts 
Å Energy savings projection: 2.645 Kilowatts 
Å Pre-retrofit to post retrofit energy reduction: 66% 

 
Å Estimated Annual Savings: 
 Comparative  Comparative   
 Hours Per Day /    Electrical  Avoided Diesel Avoided  
 250 Days Per Year Savings  Use (gal) Diesel Costs 

 Locally Estimated  $3,069.81 449.83 $1,416.98 
 4 Hours/day $2,245.61 329.06 $1,036.53 
 7 Hours/day $3,929.81 575.85 $1,813.93 
 10 Hours/day $5,614.01 822.65 $2,591.33 
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Village Office 
 

   
 

 Materials Installed     Quantity 
 2-lamp electronic ballast, (2) 25 watt T8 lamps 1 
 CFL-14 W 19 
 CFL-20 W 6 
 CFL-23 W 8 
 Å Pre-retrofit energy use: 2154 watts 
 Å Post-retrofit energy use: 617 watts 
 Å Energy savings projection: 1537 watts 
 Å Pre-retrofit to post retrofit energy reduction: 71% 
 Å Estimated annual savings: 
 Comparative  Comparative  
 Hours Per Day /    Electrical  Avoided Diesel Avoided Diesel 
 250 Days Per Year Savings  Use (gal)  Costs   

 1800 Hours/year (Est.) $2,348.84 344.19 $1,084.19 
 4 Hours/day $1,304.91 191.21 $602.33 
 7 Hours/day $2,283.60 334.63 $1,054.07 
 10 Hours/day $3,262.28 478.04 $1,505.82 

 

Stony River Inn - Summer Rental 
 

  

 

 

 Materials Installed Quantity 
 2-lamp electronic ballast, (2) 25 watt T8 lamps 10 
 CFL-20 W 4 
 CFL-27 W 2 
 Å Pre-retrofit energy use: 1340 watts 
 Å Post-retrofit energy use: 604 watts 
 Å Energy savings projection: 736 watts 
 Å Pre-retrofit to post retrofit energy reduction: 55% 
 Å Estimated annual savings: 
 Comparative  Comparative  
 Hours Per Day /    Electrical  Avoided Diesel Avoided Diesel 
 250 Days Per Year Savings  Use (gal)  Costs 
  

 800 Hours/year (Est.) $499.89 73.25 $230.74 
 4 Hours/day $624.86 91.56 $288.43 
 7 Hours/day $1,093.51 160.24 $504.75 
 10 Hours/day $1,562.16 228.91 $721.07 
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Church 
  

 

  

 

 Materials Installed     Quantity 
 CFL-20 W 1 
 CFL-27 W 4 
 Å Pre-retrofit energy use: 500 watts 
 Å Post-retrofit energy use: 128 watts 
 Å Energy savings projection: 372 watts 
 Å Pre-retrofit to post retrofit energy reduction: 74% 
 Å Estimated annual savings: 
 Comparative  Comparative  
 Hours Per Day /    Electrical  Avoided Diesel Avoided Diesel 
 250 Days Per Year Savings  Use (gal)  Costs 

                   700 Hours/year (Est.)       $221.08             32.40   $102.05  
 4 Hours/day $315.83 46.28 $145.78 
 7 Hours/day $552.70 80.99 $255.12 
 10 Hours/day $789.57 115.70 $364.45 
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Kuspuk School District Owned Buildings 
 
 

 
  

 

 
3 buildings owned by the Kuspuk School District received energy efficient lighting upgrades as follows:  
 
Main School Bldg, Generator Room, School Gym 
 

Å Lighting upgrades completed in October 2007 & December 2008 
Å Retrofitted 94 light fixtures with electronic ballasts & T8 lamps 
Å Installed 5 compact fluorescent light bulbs 
Å Installed 21 T5 linear fluorescent fixtures 
Å Pre-retrofit energy use for all lighting: 15.148 Kilowatts 
Å Post-retrofit energy use for all lighting: 8.77 Kilowatts 
Å Energy savings projection: 6.378 Kilowatts 
Å Pre-retrofit to post retrofit energy reduction: 42% 

Å Estimated Annual Savings: 
 Comparative  Comparative   
 Hours Per Day /    Electrical  Avoided Diesel Avoided  
 250 Days Per Year Savings  Use (gal) Diesel Costs 

 Locally Estimated  $9,418.13 1,380.08 $4,347.25 
 4 Hours/day $5,414.92 793.47 $2,499.44 
 7 Hours/day $9,476.11 1,388.58 $4,374.02 
 10 Hours/day $13,537.3 1,983.68 $6,248.59 
 

 

 

 

 

 

 

 



6 

Alaska Building Science Network ς Village End Use Energy Efficiency Program ς Ωлт-Ωлу Cƛƴŀƭ wŜǇƻǊǘ ²Ŝǎǘ wŜƎƛƻƴ ς Stony River 

Main School Bldg 
 

   

 
School maintenance 

worker retrofits a fixture. 

Electronic ballast and T-8, 25 watt lighting retrofits save 

energy while improving light levels in school classrooms 

and hallways for a better learning environment. 
 
 

 Materials Installed     Quantity 
 2-lamp electronic ballast, (2) 25 watt T8 lamps 29 
 2-lamp electronic ballast, (2) 32 watt T8 lamps 10 
 3-lamp fixture, (2) 2-lamp electronic ballasts (3) 25  53 

 CFL-27 W 1 
 Å Pre-retrofit energy use: 9540 watts 
 Å Post-retrofit energy use: 5806 watts 
 Å Energy savings projection: 3734 watts 
 Å Pre-retrofit to post retrofit energy reduction: 39% 
 Å Estimated annual savings: 
 Comparative  Comparative  
 Hours Per Day /    Electrical  Avoided Diesel Avoided Diesel 
 250 Days Per Year Savings  Use (gal)  Costs 
  

 1800 Hours/year (Est.) $5,706.30 836.17 $2,633.93 
 4 Hours/day $3,170.17 464.54 $1,463.30 
 7 Hours/day $5,547.79 812.94 $2,560.77 
 10 Hours/day $7,925.42 1161.35 $3,658.24 
  
Generator Room 
 

  

 

 

 Materials Installed     Quantity 
 2-lamp electronic ballast, (2) 32 watt T8 lamps 2 
 CFL-27 W 4 
 Å Pre-retrofit energy use: 568 watts 
 Å Post-retrofit energy use: 228 watts 
 Å Energy savings projection: 340 watts 
 Å Pre-retrofit to post retrofit energy reduction: 60% 
 Å Estimated annual savings: 
 Comparative  Comparative  
 Hours Per Day /    Electrical  Avoided Diesel Avoided Diesel 
 250 Days Per Year Savings  Use (gal)  Costs 
  

 1000 Hours/year (Est.) $288.66 42.30 $133.24 
 4 Hours/day $288.66 42.30 $133.24 
 7 Hours/day $505.16 74.02 $233.17 
 10 Hours/day $721.65 105.75 $333.10 
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School Gym 
 

   
T-5 fixtures save energy while 

improving light levels in large spaces. 
  

 

 
 Materials Installed     Quantity 

 
 T5 fixture, electronic ballast, (2) 54 watt T5 HO  15 
 T5 fixture, electronic ballast, (3) 54 watt T5 HO  6 
  
 Å Pre-retrofit energy use: 5040 watts 
 Å Post-retrofit energy use: 2736 watts 
 Å Energy savings projection: 2304 watts 
 Å Pre-retrofit to post retrofit energy reduction: 46% 

 
 Å Estimated annual savings: 
 Comparative  Comparative  
 Hours Per Day /    Electrical  Avoided Diesel Avoided Diesel 
 250 Days Per Year Savings  Use (gal)  Costs 
  

 1750 Hours/year (Est.) $3,423.17 501.61 $1,580.08 
 4 Hours/day $1,956.10 286.64 $902.90 
 7 Hours/day $3,423.17 501.61 $1,580.08 
 10 Hours/day $4,890.24 716.59 $2,257.25 

 


